1. IT IS VITAL THAT THE CLOSING RESISTANCES
SHOWN ON THE DRAWING AS 56R & 120R ARE

CONNECTED AS INDICATED.

2 THE TWISTED PAIRS MUST NOT BE
UNTWISTED TO SIMPLIFY INSERTION
INTO TERMINALS,, KEEP THEM
TWISTED TOGETHER ALL THE WAY
INTO THE TERMINALS

120 Ohm

56 Ohm

TARGHA — DIGITAL

HAC/300LR

1 !

&0,

STH-OREEN
5T RED

R
121 BLUE

Tc 14bwHiTE

VATT-ORANGE
TBLACK

e

100/303

350358 382 @m= .

ST

CLEAN CONTACTS TO
GATE RELEASE.

INSTALLER

1x VAS/100 IS REQUIRED FOR
EVERY 50 MONITORS INSTALLED.
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4 PAIRS CATS +
2 PAIRS 1.0MMSQ (FOR 150M)

RISER DISTRIBUTION

1x XAS/300 IS REQUIRED FOR
EVERY 100 MONITORS INSTALLED
OR FOR EVERY 1000M OF CABLE

USED. (2x XAS/300 MAX)

1x XDV/300A IS REQUIRED FOR
EVERY 10x XDV/304 INSTALLED
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1 X SYSTEM 300 DIGITAL VIDEQO ENTRY PANEL WITH TRADES,
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